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INTRODUCTION   

Thermal Comfort 

Thermal comfort was and still a significant concern, especially after the petrol crisis and fuel price rises. Occupied 

spaces must be conditioned and controlled. Forty percent of the total world energy consumption is used by the building 

sector, especially in office buildings that produce more carbon and greenhouse gas. In the USA and UK office buildings, 

more than 70% of energy is used only by lighting and ventilation [1]. HVAC (Heating, Ventilating and Air Conditioning) 

systems can be responsible for almost 68% of energy consumption in residential buildings [2]. The building ventilation 

can be provided naturally, mechanically, or by both sources called hybrid ventilation. The natural ventilation is defined 

as the natural air movement inside a structure without any contribution of fans or mechanical equipment. The two main 

types of the natural ventilation types the wind-driven and buoyancy-driven natural ventilation [3].  

By experiments and numerical simulation, Mansor et al. [4] studied the effect of natural and artificial ventilation inside 

a car on the thermal comfort of passengers. They developed a numerical model to predict the reduction of internal car 

temperature by increasing the mass flow rate of ventilation. Other researchers studied the heat transfer efficiency [5-7]. 

In addition, Phase Change Materials (PCMs) technology is widely used in arid regions to enhance the occupant’s thermal 

comfort [8-11]. For cooling applications, Dulaimi et al. [12] investigated the thermal performance of a natural draft wet 

cooling tower, natural draft condition, and a forced draft condition created by an axial fan. Their results showed a 22% 

increase in the cooling effectiveness in comparison with the traditional techniques. Zafirah and Mardiana [13] evaluated 

the performance of an air-to-air energy recovery system in terms of latent efficiency. They recovered energy to enhance 

the thermal comfort inside buildings under a hot and humid climate. 

ABSTRACT – The wind catcher or wind tower is a natural ventilation technique that has been 
employed in the Middle East region and still until nowadays. The present paper aims to study the 
effect of the one-sided position of a wind catcher device against the ventilated space or building 
geometry and its natural ventilation performance. Four models based on the traditional design of a 
one-sided wind catcher are studied and compared. The study is achieved under the climatic 
conditions of the South-west of Algeria (arid region). The obtained results showed that the front 
and Takhtabush’s models were able to create the maximum pressure difference (ΔP) between the 
windward and leeward of the tower-house system. Internal airflow velocities increased with the 
increase of wind speed in all studied models. For example, at Vwind = 2 m/s, the internal flow 
velocities were 1.7, 1.8, 1.3, and 2.5 m/s for model 1, 2, 3, and 4, respectively. However, at Vwind = 
6 m/s, the internal flow velocities were 5.6, 5.5, 2.5, and 7 m/s for model 1, 2, 3, and 4, respectively. 
The higher internal airflow velocities are given by Takhtabush, traditional, front and middle tower 
models, respectively, with a reduction rate between the tower outlet and occupied space by 72, 42, 
36, and 33% for the middle tower, Takhtabush, traditional tower, and the front model tower, 
respectively. This reduction is due to the due to internal flow resistance. The third part of the study 
investigates the effect of window (exist opening) position on the opposite wall. The upper, middle 
and lower window positions are studied and compared. The air stagnation or recirculation zone 
inside the ventilated space reduced from 55% with the lower window to 46% for the middle window 
and reached 35% for the upper window position. The Front and Takhtabush models for the one-
sided wind catcher with an upper window position are highly recommended for the wind-driven 
natural ventilation in residential houses that are located in arid regions.   
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Natural Ventilation 

Wind-driven ventilation occurs via pressure difference between the windward and leeward or between inlet and outlet 

openings in a ventilated space [14]. Buoyancy-driven ventilation occurs via the density difference between the warm and 

cold air existing in the same structure [15-25]. Warm air (less dense) leaves the ventilated space through upper openings, 

and it is replaced by the cold outside air (denser) via openings such as doors and windows. The solar chimney is an 

example of buoyancy-driven natural ventilation.  

Natural ventilation appears as a sustainable solution for thermal comfort, health, and air quality improvement. A study 

on 12 public office buildings in Northern California touched 880 workers showed that the natural ventilation is more 

satisfactory with less sick building symptoms in comparison with the mechanical and HVAC ventilation [26].     

  

Wind-Driven Natural Ventilation 

The wind vertical profile in atmospheric boundary layer (ABL) follows a logarithmic power law:  
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where u is the wind speed at z height, ur is the reference of wind speed at a reference height zr, α is an empirical 

parameter, the exponent (α) is an empirically derived coefficient that varies dependent upon the stability of the atmosphere 

(Figure 1). For neutral stability conditions, (α) is approximately 0.143 [27]. 
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Figure 1. Vertical wind profile speed (for an open space, roughness class = 0.5, roughness length = 0.0024 m, ur = 3 

m/s, zr = 10 m) 

 

MATHEMATICAL MODELLING OF THE PROBLEM 

Governing Equations  

Liquids and gases circulating at low speeds behave like incompressible fluids [28, 29]. The governing equations for 

an incompressible fluid like atmospheric air in the rigorous sub-layer are written as follow: 

 

Continuity equation:  
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where U, V, and W are the instantaneous speeds. u̅, v̅,  w̅  are the average sppeds. u′, v′, w′ are the fluctuating speeds. 

Navier-Stocks equations are presented as follow: 
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The study of building natural ventilation is composed of two parts: envelope flows and internal air motion [30]. The 

envelope flows study the effect of wind on the ventilated space envelope that is also called the wind-structure interaction. 

Internal airflow studies the interior airflow characteristics (pressure, velocity, streamline, etc.). For the wind-driven 

natural ventilation, the external and internal pressure fields, as well as the internal airflow, must be identified. 

The internal airflow velocity is one of the six basic parameters of thermal comfort. It plays a vital role in heat losses 

through the convection and evaporation for inhabitants inside a structure (a residential or an office building), enhancing 

thus the IAQ and providing suitable living conditions. As illustrated in Figure 2, The natural ventilation device must be 

well chosen and placed in a proper distribution of internal air to meet the standards of thermal comfort requirements.  

  

 

Figure 2. Types of the wind-driven natural ventilation 

 

Wind Catchers Between Past, Present and Future 

Wind catchers or BADGERS were used in the Middle-East region since old times. They have been known as an 

Iranian ventilation technique used in houses and mosques or related to the Qanat (an underground water system) [31], or 

to cool down the water in a reservoir and Yakhchal (an ice storage space) [32]. However, the wind catcher technique back 

to 1300 B.C in the Pharaonic times [33-36], as shown in Figure 3.  

The traditional wind towers or catchers work in the presence and absence of wind by both pressure and buoyancy 

forces. In the presence of the wind, the device catches the prevailing winds. It redirects the airflow inside the building by 

using the pressure difference between the windward and leeward of (tower-structure) the system, and between the tower 

inlet and outlet, which is in the same time the air discharge opening. In the absence of the wind, the buoyancy forces are 

dominants, and the wind catcher works like a chimney. The night cooling is another advantage of wind catchers.  

The modern wind catchers or mono-draught catch the wind near the building roof. They present the advantage of two- 

to four-sided wind catchers able to work 360° with various wind directions and angles. Nevertheless, the turbulence in 

the building roof level can decrease the ventilation performance by reducing the airflow rate entering the device (Figure 

4). 
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Figure 3. Yazd traditional wind-catcher for: (a) house ventilation and (b) water cooling 

 

 

Figure 4. Schematic diagram of the modern wind catcher 

 

The newly proposed models are based on a traditional design. The first model is a traditional Iranian wind catcher 

with an air-channel between the device and the ventilated space. This model is similar to the wind catchers that are used 

with water reservoirs. The second model is the Malqaf in Egyptian houses, as shown in Figure 5. Malqaf or Mulqaf is the 

Arabian name of wind catcher. A very good example of Malqaf use appears in Muhib Al-Din house (1350) in Cairo [37]. 

A natural ventilation system combines malqaf, dorq'ah (the central part of the structure) and the lantern in one structure 

to ensure a good circulation of fresh air in the qa’a (reception hall). Malqaf is placed in the windward side, facing the 

prevailing winds (Figure 6). It is generally made of wood or local materials with a 30° to 45° inclined roof in the opposite 

wall that is facing the prevailing winds [38]. 

 

 

Figure 5. Malqaf at Al-Jawhara house in Cairo, Egypt with outside and inside view of the device 
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Figure 6. House of Muhib Ad-Din equipped with Malqaf, Cairo [33] 

 

The third model is a one-sided wind catcher placed in the middle of the ventilated space roof to simulate the modern 

wind catcher. The fourth model is an old technique named Takhtabush (Figure 7a). Takhtabush is a covered outdoor 

sitting area located off the courtyard and in the nearest area to the entrance covered by a wooden grid called Musharabia 

[39, 40]. The new model is based on the geometry and position of Takhtabush (Figure 7b). It is placed in the windward 

side of the ventilated space, and the tower outlet is in the upper corner of the windward wall with an inclined base. 

 

 

Figure 7. (a) Takhtabush in an old Egyptian house and (b) New model is based on the geometry and position of 

Takhtabush 

 

NUMERICAL SIMULATION OF EXTERNAL AIRFLOWS AROUND A TOWER-HOUSE SYSTEM 

Computational Wind Engineering (CWE) is a computational tool for wind-structure and natural ventilation studies. 

The outside domain or macroclimate is the atmospheric air considered as incompressible [41]. The macro domain 

dimensions (Figures 8 and 9) were chosen under the recommendation of [42, 43] to take into account the blockage ratio 

effect (equal to 16% in our case). The wind catcher height (H) is equal to 9 m.  

 

 

Figure 8. Dimensions of the Macroclimate or outside domain 
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Figure 9. Tower-house schematic diagram and dimensions 

 

Geometry and Dimension 

For all studied models, the maximum value of H is equal to 9 m. The top and side views of the four models are 

presented. The cross-section of the wind catcher device and the air channel is 1 m² square shape. The inlet and outlet 

sections of the tower are equal to one m². Dimensions of the envelope of the ventilated space are chosen to simulate real 

room conditions, with L × H = 5 × 5 m2 for the envelope. The surface of the window or air exit opening is equal to 1 m².  

An inclination by 45° in the roof catcher is chosen due to its aerodynamic efficiency and high airflow velocity, in 

comparison with the flat roof [44, 45] (Figure 10). 

 

Grid and Mesh 

To capture the details of the wind-structure interaction, a refined tetrahedral mesh is used starting from 10-3 m near 

the boundary layer of the tower-house system to 10-2 m near the outside domain borders (Figure 11). Table 1 provides 

the grid details for each model. 

 

Figure 10. Side and top views of the four studied models 

 

 

Figure 11. Tetrahedral refined mesh at the boundary layer of the tower-house system 
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Table 1. Grid information of the simulation cases 

Model Cells Faces Nodes 

1 217 008 327 181 110 167 

 2 171 364 258 373 87 005 

 3 237 348 357 644 120 290 

 4 177 346 267 442 90 090 

 

Boundary Conditions 

The domain contains fully turbulent atmospheric air with a steady-state, and the house tower is considered as solid. 

Values of the velocity and pressure are set at the inlet and outlet sections, respectively. Symmetry and wall conditions are 

set for the upper border and domain base, respectively (Figure 12). The walls of the wind catcher and house are smooth. 

The k-ε model with pressure-based and standard wall function is used for the turbulence modeling. The SIMPLE method 

with the second-order upwind discretization scheme is used in this study due to its performance in CWE studies [46-51]. 

 

 
Figure 12. Boundary conditions for the external flow around a tower-house system 

 

The south-west of Algeria was taken as a case study (Figure 13). It concerns an arid region characterized by the 

thermal discomfort, especially in the summer season. The mean wind speeds in this region are as follows: Béchar with 

3.7 m/s, Adrar with 6.1 m/s, and Tindouf with 5.7 m/s [52]. The wind speed at domain inlet is 3 m/s (reference: Bechar 

region wind speed).  

 

 
Figure 13. Algerian annual wind speed at 10 m of height 
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RESULTS AND DISCUSSION 

The total pressure analysis of external envelope flows of a house equipped with a wind catcher device present a 

positive pressure on the windward side and a negative pressure on the leeward side for all models. The value 20.8 Pa of 

external pressure difference on the wind catcher was created in model 4 (Takhtabush), followed by 20.6 Pa for the 

traditional tower, 18.1 Pa for the front model tower, and 16 Pa for the middle tower (Table 2).    

 

Table 2. External total pressure (Pa) and pressure coefficients of the models under investigation 

Model 

Wind-catcher Room 

Total pressure (Pa) Pressure Coefficient Total pressure (Pa) Pressure Coefficient 

Windward Leeward Windward Leeward Windward Leeward Windward Leeward 

Model 1 

Traditional 
13.1 -7.5 21 -12.5 -6 -8 -12.5 -12.5 

Model 2 

Front 
11.4 -6.7 12.1 -12.4 13.3 -7.3 20.8 -12.4 

Model 3 

Middle 
9 -7 11.2 -12.4 12.4 -7.4 19.6 -12.4 

Model 4 

Takhtabush 
13.6 -7.2 14.4 -12.1 12.1 -7.2 21.5 -12.1 

 

For the external pressure of the envelope, the maximum values of the created pressure difference were 20.6, 19.8, 

19.3 Pas for models 2, 3, and 4, respectively. For the first model, (-2) Pa was the ΔP across the envelope equipped with a 

traditional wind catcher (Figure 14). This value was the result of the place of a traditional wind catcher, which acts as a 

protection or a shield. A negative pressure is created in both wind and leeward sides of the ventilated space and prevents 

the interaction between the wind and envelope windward side. Pressure coefficient is defined as: 

Cp = (P-Pref) / (0.5 ρ Vref 
2) (8) 

where P (Pa) is the local surface pressure, Pref (Pa) and Vref (m/s) are, respectively, the upstream static pressure and free 

stream velocity (wind), and ρ (kg/m3) is the air density. The values of the pressure coefficient on the wind catcher and 

envelope windward side of model 4 were higher than those of all studied models. The highest Cp conducts to the most 

efficient natural ventilation. 

Analysis of the streamline in Figure 15 shows the existence of a recirculation zone in the leeward side of the wind 

catcher device in all studied models. An additional recirculation zone exists in the middle wind catcher, which can reduce 

the airflow at the inlet of the device. A small recirculation zone is created above the air channel that connects the 

traditional wind catcher and the envelope, resulting thus an additional negative pressure in the windward of the envelope 

as well as in the ventilated spaces. 

 

 
Figure 14. Total external pressure (Pa) with Vwind = 3 m/s 
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Figure 15. External streamline of airflow around the structures (tower and house) 

 

Analysis of the Internal Airflow in Ventilated Spaces 

The airflow inside the ventilated area is widely influenced by the external airflow around it. The thermal comfort in 

building occupants is directly related to the internal pressure and airflow velocity. The following values of wind speed, 

namely: 1, 2, 3, 5, 6, and 10 m/s, are chosen based on the weather conditions of the region (south-west of Algeria). For 

further details, the envelope was divided into nine equal sub-zones as illustrated in Figure 16. The total internal pressure 

and airflow velocities are discussed. The analysis of the internal pressure has given the following results: 

High pressure was observed in front and Takhtabush models in five zones: A, C, D, F, and G. The most elevated total 

pressure of 37 Pa existed in the Takhtabush model, especially in the G zone. As observed in Figure 17, the highest values 

of pressure were located in G, H, and I zones due to the air density and internal airflow. For the middle tower model, the 

highest value of total pressure exists in zone B due to the discharge opening. However, the lowest value is observed in 

zone C, which presents a dead fluid or a stagnation zone were the airflow is recirculated. 

The middle tower model offers the lowest values of total pressure among all models, because of the existence of a 

short loop of airflow between the discharge orifice and window (Figure 18). 

 

 

Figure 16. Envelope space divided in 9 sub-zones 
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Figure 17. Total internal pressure (Pa) with Vwind = 3 m/s 

 

 

Figure 18. Internal total pressure (Pa) for the four studied models with Vwind = 3 m/s 

 

The traditional wind tower with A, B, C zones and the middle tower with D and E zones present a uniform pressure 

zones, and the high values exist in G, H, and I zones. The high pressure in these zones is the result of discharge or injection 

orifice from the catcher outlet to the ventilated space. Air pressures in zone F are probably the same (between 18 and 22 

Pa) in all models. This is due to the existence of the window, where the airflow leaves the envelope. 

For the velocity magnitude, the highest values were observed at the discharge opening (or the tower outlet that is 

connected directly with the envelope). These maximum values were 4.9, 4.5, 4.4, and 4.2 m/s for Takhtabush, front model 

in zone A, middle tower at zone C, and traditional wind catcher at zone G, respectively. The lowest velocities characterize 

zone E, and the central recirculation zone is located at the center region of the space, which can cause a flow stagnation 

area (Figure 19 and Table 3). Airflow velocities in zone F are very close, and they vary between 3.85 and 3.36 m/s. These 

values present the outflow velocities of the internal air leaving the ventilated space. 

The occupants of the ventilated space or the house occupied half of the area as showed in Figure 20, with hos presents 

½ Hhouse equal to 2.5 m. For a wind speed varying between 1 and 10 m/s, the obtained figures give an idea about the 

internal airflow velocity from the tower outlet (air discharge orifice) through the occupied area until leaving the envelope 

by the window (exist opening). The obtained results in Table 4 show that the internal airflow velocities increase with the 

rise of wind speeds for all models. 

Internal airflow velocity is reduced from the air discharge orifice to the occupied area by 33, 72, 42, and 36% for the 

front tower, middle tower, Takhtabush tower, and traditional wind catcher models, respectively.  This velocity increases 

after leaving this area to the window opening for all four models. A sharp edge at the outlet of the Takhtabush tower 

model yields a high air velocity in comparison with the other studied models. The lowest airflow velocities in the occupied 

space occur in the middle tower model and very satisfactory results are reached for the three other models. 
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Figure 19. Internal airflow velocities and streamlines for the four studied models with Vwind = 3m/s 

 

Table 3. Velocity magnitude of the internal airflow (m/s) for the four studied models, with Vwind = 3 m/s 

Zone A B C D E F G H I 

Model 1 0.992 1.007 1.398 0.676 0.315 3.323 4.225 3.834 2.421 

Model 2 4.466 0.631 1.007 3.263 0.977 3.443 1.187 2.631 1.729 

Model 3 0.285 4.375 0.345 0.646 1.368 3.639 0.842 1.118 0.766 

Model 4 4.842 3.187 1.909 4.241 0.646 3.789 3.739 3.624 2.842 

 

 

 

Figure 20. Occupied area by inhabitants 

 

Table 4. Airflow velocities (m/s) inside the ventilated space with different wind speeds: Vwind = 1, 2, 3, 5, 6 and 10 m/s 

 Vwind (m/s) 1 2 3 5 6 10 

Model 1 

Tower outlet 1.05 2.88 3.65 5.96 7.7 14.43 

Occupied space 0.48 1.25 2.41 4.33 5.01 9.43 

Window 1.05 2.98 4.13 7.41 9.62 16.74 

Model 2 

Tower outlet 1.05 2.20 3.35 5.45 7.18 12.63 

Occupied space 0.48 1.34 1.91 4.11 4.88 8.90 

Window 0.57 2.77 3.82 7.65 9.67 16.56 

Model 3 

Tower outlet 1.17 2.21 3.46 5.82 7.36 12.61 

Occupied space 0.14 0.73 0.95 2.28 4.05 3.97 

Window 1.17 2.28 3.16 5.01 6.11 10.75 
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Model 4 

Tower outlet 1.70 3.50 4.89 10.10 11.27 18.51 

Occupied space 0.74 2.12 3.19 5.31 6.59 10.95 

Window 0.63 2.44 5.42 8.19 9.46 18.93 

 

Effect of the Opening Position on Internal Airflow 

The third part of the study is dedicated to the outflow opening or window position, as shown in Figures 21 and 22. 

Two additional locations are studied and compared with the usual window position that is generally located in the middle 

of the opposite wall of the structure. An upper window is located directly under the roof, and a lower position window is 

located directly above the envelope base. The front wind catcher was selected as a natural ventilation device. 

The distribution of the total air pressure shows a uniform pressure field in the upper window model, compared with 

the middle and lower windows by a difference of 23 Pa. The same result was obtained for the airflow velocity magnitude 

with 2.65 m/s, which can reduce the internal temperature of the ventilated space by 4 to 5 °C [53].  

The streamline analysis of the three configurations was compared in Figure 23. The size of the airflow stagnation zone 

of the occupied space equipped with a front tower model was 55, 46, and 35% for the lower window (case A), middle 

window (case B), and upper window (case C), respectively. The upper window or opening configuration is the most 

appropriate to reduce the central recirculation area and provide more airflows for the ventilated space occupants. 

Furthermore, the stagnation area is reduced with the increased height of the window position. 

 

 

Figure 21. Tower-house system with different window positions 

 

 

 

Figure 22. Internal total pressure (Pa) for three window positions: (a) down, (b) middle and (c) top (Vwind = 3 m/s) 
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Figure 23. Internal airflow velocity (m/s) and streamlines for three window positions: (a) down, (b) middle, (c) top 

(Vwind = 3 m/s) 

 

CONCLUSION 

The natural ventilation is taking more and more important in designing bioclimatic buildings due to thermal efficiency 

and cost-saving advantages. Naturally ventilated buildings must be well studied and dimensioned. Besides, the natural 

ventilation strategy and device choices must take into consideration the weather conditions of the region. Wind catchers 

have been employed for a very long time to nowadays because of their efficiency and variety of use (with Qanat, 

Yakhchal, solar chimney, courtyard, etc.). It is a technology that never stops development. 

The performance of four one-sided wind catchers was studied to demonstrate the influence of the device position on 

natural ventilation. These models were: the Iranian traditional wind catcher, Mulkaf, modern wind catchers placed in the 

middle of the ventilated space. The last model was inspired from the Egyptian technique Takhtabush. The obtained results 

showed the importance of the device position on the system performance. The external airflow around the tower-house 

system indicated that front and Takhtabush models create the maximum pressure difference ΔP and pressure coefficient 

Cp between the windward and leeward of the system, compared to the traditional and middle towers, which lead to the 

best wind-driven natural ventilation. The second part of the study was a comparison of internal airflow proprieties inside 

the ventilated envelope equipped with the four studied models. The wind speed varied between 1, 2, 3, 5, 6, and 10 m/s 

based on the weather conditions of the South-West of Algeria (Bechar, Tindouf, Adrar). The results analysis has given 

the following conclusions: 

1) The airflow velocities inside the building increased with the increase of wind speed in all models. 

2) Front and Takhtabush models were able to create more airflow inside the ventilated space, in comparison with the 

middle and traditional catchers. 

3) A reduction of internal airflow velocities from the tower outlet to the occupied space occupants by 72, 42, 36, and 

33% was observed for the middle tower, Takhtabush tower, traditional tower, and front model, respectively. 

4) The positions of Front and Takhtabush models against the ventilated space geometry are highly recommended in 

comparison with the middle tower position. The results of the traditional wind catcher are also very satisfactory. 
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5) The third part of the study clarified the effect of window position in the opposite wall on internal airflow stagnation 

or air recirculation area, and therefore on the wind-driven natural ventilation. The upper window was able to reduce 

the stagnation area by 20 and 11%, compared with the lower and middle window positions, respectively. The use of 

the upper window with the wind catcher technique allows the best natural ventilation by decreasing the stagnation 

zone, which also improves the IAQ inside the ventilated space. The wind catcher is a very promising technique for 

the wind-driven natural ventilation in residential houses that are located in windy and arid regions like the South-

west of Algeria. 

6) For future works, the authors will study by experiments the effects of the new models in arid regions. 
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